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Key Notes

QNONONS

MOUNT HEAT DETECTOR WITH—IN 2’ OF EACH
SPRINKLER HEAD.

SMOKE DETECTOR AND/OR HEAT DETECTOR
WILL INITIATE THE ELEVATOR RECALL.

SMOKE DETECTOR OR HEAT DETECTOR WILL
INITIATE THE ELEVATOR RECALL.

PROVIDE ONE HEAT DETECTOR FOR EACH
INSTALLED SPRINKLER HEAD.
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